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SARGENTI ARCHITECTS
2112 WALNUT STREET, 4TH FLOOR
PHILADELPHIA, PA 19103
CONTACT: PETER IEZZI
PHONE: (215) 482-1950
EMAIL: PIEZZI@SARGARCH.COM

ARCHITECT/INTERIOR DESIGNER
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NORTH BETHESDA, MD 20852
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EGRESS - LOWER LEVEL

SYMBOLS

TRUE NORTH

KEYNOTE

REVISION DELTA

TRANSITION MOMENT

COLUMN IDENTIFICAITON

PARTITION IDENTIFICATION

DRAWING TITLES

SECTION CUT MARK FOR
PLANS, DETAILS AND
BUILDING SECTIONS

SINGLE ELEVATION
IDENTIFICATION

MULTIPLE ELEVATION
IDENTIFICATION

REFERENCE KEY MARK
FOR ENLARGEMENT DTL.

120'-6"

40'-2"

96'-6"

DOOR IDENTIFICATION
ROOM IDENTIFICATION

ROOM NAME
ROOM NUMBER

3
PLAN
SCALE: 1/4" = 1'-0"

TENANT FIT-OUT

CODES PLUMBING FIXTURE CALCULATIONS

LAVATORIES

TABLE IPC 403.1 BUSINESS

WATER
CLOSETS

OCCUPANT LOAD: 329

EGRESS LOWER LEVEL (FIRST FLOOR)

.2REQUIRED

PROVIDED

SECTION EGRESS WIDTH PER
OCCUPANT -INCHES

NUMBER OF
OCCUPANTS

257

TOTAL EGRESS
WIDTH (INCHES)

52

132

REQUIRED

PROVIDED SERVICE
SINK

1005

OVERALL DIAGONAL DISTANCE

1/3 DIAGONAL DISTANCE (MIN. REQD)

DISTANCE PROVIDED

EXIT DOOR REMOTENESS

TOTAL OCCUPANT LOAD: 474 PERSONS TOTAL

GROSS
SQUARE
FOOTAGE

MERCANTILE LOWER LEVEL 7,691 S.F. 30 SQ. FT. 257 PERSONS

AREA
ALLOCATED
PER
PERSON

NUMBER
OF
OCCUPANTS

OCCUPANCY

IBC OCCUPANCY CLASSIFICATION

CONSTRUCTION TYPE (SHELL BLDG.)

M

IIA

STORIES ABOVE GRADE (TENANT) 1&2

EXISTING
SPACE

PROPOSED
ALTERATION

M

IIA

1&2

HIGH RISE (SHELL BLDG.) N N

COVERED MALL (SHELL BLDG.) N N

FULLY SPRINKLERED Y Y

FLOOR AREA OF RENOVATION 20,708 S.F.

EXIT TRAVEL DISTANCE

MAX. ALLOWABLE

MAX. PROVIDED

250'-0"

138'-0"

STATISTICS

STORIES ABOVE GRADE (SHELL BLDG.)

BUILDING CODE: 2015 ICC INTERNATIONAL BUILDING CODE* 

ELECTRICAL CODE: 2014 NFPA NATIONAL ELECTRIC CODE*

MECHANICAL CODE: 2015 ICC INTERNATIONAL MECHANICAL CODE*

PLUMBING CODE: 2015 WSSC PLUMBING CODE*

ACCESSIBILITY: 2012 COMAR 05.02.02 ADAAG & FHAG*

"*": WITH LOCAL AMENDMENTS

WATER
FOUNTAIN

BUILDING CODE DATA & ANALYSIS

FIRE ALARM Y Y

MERCANTILE UPPER LEVEL 13,017 S.F. 60 SQ. FT. 217 PERSONS

EGRESS R2 (SECOND FLOOR)

.2REQUIRED

PROVIDED

SECTION EGRESS WIDTH PER
OCCUPANT- INCHES

NUMBER OF
OCCUPANTS

217

TOTAL EGRESS
WIDTH (INCHES)

44

72

REQUIRED

PROVIDED

2 EXITS EACH FLOOR

2 EXITS EACH FLOOR

1005

OVERALL DIAGONAL DISTANCE 160'-0"

1/3 DIAGONAL DISTANCE (MIN. REQD) 53'-3"

DISTANCE PROVIDED 62'-0"

EXIT DOOR REMOTENESS

EXIT TRAVEL DISTANCE

MAX. ALLOWABLE

MAX. PROVIDED

250'-0"

188'-0"

OWNER

FEDERAL REALTY INVESTMENT TRUST
MAKE MEANING, 7255 WOODMONT AVE #100
BETHESDA MD, 20814

REPRESENTITIVE CONTACT: MARTHA SPATZ
DEVELOPMENT MANAGEMENT ASSOCIATES LLC
410 NORTH MICHIGAN AVE, SUITE 1000
CHICAGO ILLINOIS, 60611
PHONE: 312-547-9222
EMAIL: MARTHA@DMASSOCIATES.COM

TENANT (REPRESENTATIVE)

L.L. BEAN
15 CASCO STREET
FREEPORT MAINE, 04033
CONTACT: J.D. SCHNACKENBERG
PHONE: 207-552-2817
EMAIL: JDSCHNACK@LLBEAN.COM

1 PER 500 1 PER 750REQUIRED

1 EA. M & FPROVIDED

1

1

1

1 HIGH/1LOW

1 & 2

ENGINEERING DRAWINGS

TRUE NORTH

1 EA. M & F

1. G.C. SHALL FURNISH ONE EMPTY DUMPSTER AT TURNOVER TO OWNER FOR DISPOSAL OF CARDBOARD, TRASH, ETC.

2. MEANS OF EGRESS: ALL EXISTING MEANS OF EGRESS FOR THE BUILDING ARE TO BE MAINTAINED CLEAR AND FREE OF ALL
OBSTRUCTIONS, SUCH AS BUILDING MATERIALS, TOOLS, ETC.

3. FIRE SAFETY:

3.1     ALL BUILDING MATERIALS WHICH ARE STORED AT THE SITE OR ANY AREA OF THE BUILDING ARE TO BE STORED IN A LOCKED
AREA.  ACCESS TO THE AREA TO BE CONTROLLED BY THE OWNER OR THE GENERAL CONTRACTOR.

3.2     ALL MATERIALS ARE TO BE STORED IN AN ORDERLY FASHION.

3.3     ALL FLAMMABLE MATERIALS TO BE KEPT TIGHTLY SEALED IN THEIR RESPECTIVE MANUFACTURERS' CONTAINERS. SUCH
MATERIALS ARE IS TO BE KEPT AWAY FROM HEAT.

3.4     ALL FLAMMABLE MATERIALS ARE TO BE USED AND STORED IN AN ADEQUATELY VENTILATED SPACE.

3.5     ALL ELECTRICAL POWER IS TO BE SHUT OFF WHERE THERE ARE EXPOSED WIRES.

3.6     ALL ELECTRICAL POWER IN THE CONSTRUCTION AREA IS TO BE SHUT OFF AFTER WORKING HOURS.

3.7     CONTRACTOR, AT ALL TIMES, IS TO ENSURE THERE IS NO NATURAL GAS LEAKAGE IN THE BUILDINGS, OR ANY FLAMMABLE GAS
TO BE USED DURING CONSTRUCTION.

4. DUST CONTROL:

4.1     DEBRIS, DIRT AND DUST IS TO BE KEPT TO A MINIMUM AND CONFINED TO THE IMMEDIATE CONSTRUCTION AREA.

4.2     DEBRIS, DIRT AND DUST IS TO BE CLEANED UP AND CLEARED FROM THE BUILDING SITE PERIODICALLY TO AVOID EXCESSIVE
ACCUMULATION.

5. NOISE AFTER HOURS:

5.1     CONSTRUCTION OPERATIONS WILL BE CONFINED TO NORMAL WORKING HOURS: 8AM TO 6PM, MONDAY TO FRIDAY, EXCEPT
LEGAL HOLIDAYS.

5.2     CONTRACTOR MUST OBTAIN WRITTEN PERMISSION FROM ALL AFFECTED PARTIES TO WORK OTHER THAN REGULAR HOURS.

6. THERE WILL BE NO ONE OCCUPYING THE PREMISES TO BE RENOVATED DURING THE COURSE OF THE CONSTRUCTION WORK.

7. THE CONTRACTOR SHALL VISIT THE PROJECT SITE, INVESTIGATE AND BECOME FAMILIAR WITH ALL EXISTING CONDITIONS PRIOR TO BIDDING THE PROJECT.
ADDITIONAL COSTS WILL NO BE AWARDED FOR EXISTING CONDITIONS WHICH ARE VISIBLE AND/OR CAN BE REASONABLY ANTICIPATED.

8. ALL CONSTRUCTION SHALL COMPLY WITH ALL APPLICABLE CODES AND STANDARDS.

9. THE CONTRACTOR IS RESPONSIBLE FOR COORDINATING THE WORK OF ALL UTILITY COMPANIES.

10. PROVIDE SHORING AND BRACING IN ACCORDANCE WITH APPLICABLE CODES AND STANDARDS

11. PLANS INDICATES CERTAIN CONDITIONS FOUND AT THE TIME OF DESIGN AND ARE THE BASIS OF THE DESIGN. IT IS LIKELY THAT THERE A RE CONDITIONS
THAT WERE NOT RECORDED OR WERE BASED ON ASSUMPTIONS DUE TO INACCESSIBILITY. THE CONTRACTOR SHALL TOUR THE SITE PRIOR TO THE START
OF THE CONSTRUCTION AND RECORD ANY DIFFERENCES, REPORTING THEM TO THE ARCHITECT IMMEDIATELY UPON DISCOVERY. DO NOT PROCEED WITH
WORK IN THAT AREA UNTIL DIRECTED BY THE ARCHITECT.

12. BIDDER IS RESPONSIBLE TO TOUR THE SITE PRIOR TO SUBMITTING THE BID. UNOBSERVABLE CONDITIONS WHICH MAY RESULT IN CHANGES TO THE WORK
MUST BE REPORTED WITH THE BID PROPOSAL OR THE OWNER WILL BE ENTITLED TO ASSUME THAT THE BIDDER HAS SATISFIED HIMSELF WITH HIS
UNDERSTANDING OF THE EXISTING CONDITIONS AND ACCEPTS THEM AS FOUND. CHANGES IN THE WORK BASED ON DISCOVERED CONDITIONS WILL BE
MADE IN ACCORDANCE WITH THE ARCHITECT'S STANDARD SPECIFICATIONS.

13. ANY WRITTEN DIMENSIONS SHOWN ARE BASED ON THE ARCHITECT'S FIELD WORK BUT MUST BE VERIFIED BY THE CONTRACTOR PRIOR TO THE START OF
THE CONSTRUCTION AS PART OF THE PRE-CONSTRUCTION REPORT. WHERE A REPORT IS NOT MADE PRIOR TO THE START OF CONSTRUCTION IT WILL BE
ASSUMED BY THE ARCHITECT THAT ALL DIMENSIONS HAVE BEEN VERIFIED IN THE FIELD AS SHOWN.

14. GENERAL CONTRACTOR IS RESPONSIBLE FOR THE COORDINATION OF ARCHITECTURAL AND ENGINEERING DRAWINGS WITH SUB-CONTRACTORS.  THE
ARCHITECTURAL AND ENGINEERING DRAWINGS ARE A COMPLETE SET AND COMPLIMENTARY, CONTAINING PERTINENT INFORMATION REGARDING ALL
DISCIPLINES ON ALL SHEETS.  SUB-CONTRACTORS ARE EXPECTED TO REVIEW AND BID THE DRAWING SET AS A WHOLE AND NOT SELECTED SHEETS.  IT IS
THE RESPONSIBILITY OF THE GENERAL CONTRACTOR TO UNDERSTAND THE FULL SCOPE OF THE DRAWINGS AND THE PROPOSED WORK AND COORDINATE
WITH SUB-CONTRACTORS ACCORDINGLY.  GENERAL CONTRACTOR TO REVIEW ANY QUESTIONS, DISCREPANCIES, ETC WITH THE ARCHITECT PRIOR TO
PERFORMING WORK.

EGRESS - UPPER LEVEL

TRUE NORTH

1-CS COVER SHEET

2-CS EXISTING BUILDING INFORMATION - FOR REFERENCE ONLY

A-100 LOWER LEVEL DEMOLITION PLAN

A-101 UPPER LEVEL DEMOLITION PLAN

A-200 LOWER LEVEL FLOOR PLAN

A-201 UPPER LEVEL FLOOR PLAN

A-202 FINISH PLAN

A-203 FINISH PLAN

A-204 FIXTURE PLAN

A-205 FIXTURE PLAN

A-300 REFLECTED CEILING PLAN - LOWER LEVEL

A-301 REFLECTED CEILING PLAN - UPPER LEVEL

A-401 INTERIOR ELEVATIONS

A-500 ENLARGED PLAN - STAIR

A-501 ENLARGED DETAILS - STAIR

A-601 ENLARGED PLAN AND DETALS - POINT OF SALE (POS)

A-602 ENLARGED PLAN AND DETAILS - EMPLOYEE AREA

A-603 ENALRGED PLAN AND DETAILS - WOMENS FITTING ROOM

A-604 ENLARGED PLAN AND DETAILS - MENS FITTING ROOM

A-605 ENLARGED PLAN AND DETAILS - STOCK ROOMS

A-606 ENLARGED PLAN AND DETAILS - ENTRANCE VESTIBULE

A-607 ENLARGED PLAN AND DETAILS - RESTROOM & MOP ROOM

A-608 ENLARGED PLAN AND DETAILS - TRELLIS

A-609 ENLARGED PLAN AND DETAILS - FEATURE WALL

A-610 ENLARGED PLAN AND DETAILS - GEAR WALL

A-700 PARTITION TYPES

A-701 SCHEDULES

A-702 SCHEDULES

2 EXITS EACH FLOOR

2 EXITS EACH FLOOR

20,708 S.F.

20,708 S.F. TOTAL

E-001 ELECTRICAL SYMBOLS, LUMENAIRE SCHEDULE, GENERAL NOTES

E-101 LIGHTING FLOOR PLANS

E-111 EMERGENCY PHOTOMETRIC PLANS

E-201 POWER AND TELECOMMUNICATIONS FLOOR PLANS

E-301 FIRE ALARM FLOOR PLANS AND RISER DIAGRAM

E-401 ELECTRICAL ONE-LINE DIAGRAM

E-501 ELECTRICAL PANEL SCHEDULES

E-601 ELECTRICAL SPECIFICATIONS

E-701 LIGHTING COMPLIANCE

M-001 MECHANICAL GENERAL NOTES AND LEGENDS

M-101 MECHANICAL FLOOR PLANS

M-201 MECHANICAL SCHEDULE AND DETAILS

M-301 MECHANICAL SPECIFICATIONS

M-302 MECHANICAL SPECIFICATIONS

P-101 PLUMBING FLOOR PLANS

P-201 PLUMBING SCHEDULES AND DETAILS

SITE PLAN NO WORK OUTSIDE. BUILDING, EXTERIOR SIGNS, 

AND STREETS UNDER SEPARATE PERMIT

SEPARATE TENANT

INTERIOR
ALTERATION

ROSE AVE.

T
R

A
D

E
 S

T
.

PROSE ST.

PROJECT DESCRIPTION 

INTERIOR ALTERATION OF AN EXISTING TWO STORY TENANT SPACE. INCLUDED IN SCOPE ARE 
NEW INTERIOR PARTITIONS, NEW FINISHES, AND NEW MEP WORK SUCH AS NEW RESTROOMS 
AND NEW HVAC DUCTWORK CONNECTING TO EXISTING EQUIPMENT.

CIVIL (STREETS), BUILDING, AND EXTERIOR FINISHES ARE EXISTING. INTERIOR WORK ONLY.

REV 2 REV 3 

REV SCHEDULE

# COMMENT DATE

1 AHJ RVW COMMENT 2-15-17'

2 AHJ RVW COMMENT 3-30-17'

3 LL / CLIENT
COMMENTS

5-15-17'

3

SIGN VENDOR

Heidi Tessler

National Sales Manager  || MC Sign Company
8959 Tyler Blvd
Mentor, OH 44060
P: (800) 627-4460  ||  O: (602) 688-6864  ||   C: (440) 728-4328
HYPERLINK "mailto:Heidi.Tessler@MCSign.com"Heidi.Tessler@MCSign.com

MC SIGN COMPANY

3

SIGN WORK IS PART OF GC SCOPE. CONTACT MC SIGN FOR PRICING AND PROJECT DETAILS.


