INSTALL 2000 VA
WALL-MOUNTED UPS
FURNISHED BY OWNER

PROVIDE CONNECTION FROM TERMINAL STRIP IN
BDP TO THE INPUT AND THE OUTPUT OF THE UPS

IN OFFICE PER THE MANUFACTURER'S

TO UPS SHALL BE THROUGH A SINGLE 5-20R

INSTALLATION INSTRUCTIONS. FINAL CONNECTION \

EXISTING (4) 500 KCMIL CU, #1/0 G. IN 3-1/2" C.

TO EXISTING UTILITY
TRANSFORMER

RECEPTACLE AND A 5-20P FLANGED INLET.

INSTALL SURFACE MOUNTED TVSS UNIT (CURRENT
TECHNOLOGY MODEL CG60-120/208-3GY) FURNISHED
BY OWNER. FEED THROUGH 60A 3PH CIRCUIT
BREAKER. LOCATE AS CLOSE AS POSSIBLE TO TOP OF
PANELBOARD NEAR CEILING. CONDUCTORS SHALL NOT
HAVE SHARP BENDS. INSTALL TVSS UNIT PER
MANUFACTURER'S INSTALLATION INSTRUCTIONS.

KEEP CONDUCTOR LENGTH AS

/_ SHORT AS POSSIBLE.

(APPROXIMATELY 35'). \
EXISTING

400/400/3
EXISTING
1207208V
400A METER

PROVIDE NEW PANELS A, B, AND BDP AS SHOWN.
CIRCUIT BREAKERS IN PANELS SHALL HAVE A SERIES
COMBINATION RATING OF AT LEAST 65,000 AIC
WHEN USED IN SERIES WITH THE NEW 400A MAIN
CIRCUIT BREAKER IN PANEL A. PROVIDE THE
FOLLOWING MARKING ON THE PANELBOARDS AND

THE

COMPONENTS
REQUIRED."

Volts: 208/120V Wye

Phases: 3
Wires: 4
Mounting: Recessed

Enclosure: Type 1

Panel: A
Mains: MCB
Amperage: 400 A

MCB Rating: 400A
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Panel Name:

Mounting: Recessed
Enclosure: Type 1

Mains: LUGS
Amperage: 20 A

Gircuit Description
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Total Load:

Total Amps:

400 AMP 400 AMP
120/208 VOLT 120/208 VOLT "CAUTION - SERIES COMBINATION SYSTEM
3 PHASE 3 PHASE RATED 65,000 AMPERES. IDENTIFIED REPLACEMENT

Volts: 208/120V Wye Panel: B
Phases: 3 Mains: LUGS
wires: 4 Amperage: 400 A
Mounting: Recessed MCB Rating:
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Consultant

Contact:

Road

Ohio 43230
(614) 751-9610
(614) 552-5240
Mike Chapman
(614) 595-9543

mchapman@nationalengineering.com
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