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CHASE {OCATION FOR FUTURE DUCTWORK FOR
FIRST FLOOR RESTAURANT DESIGNED IN FUTURE
TENANT;UPFIT PROJECT.

MED. PRESSURE DUCT LEFT OPEN
WITH MANUAL VOLUME DAMPER
SET TO BALANCE RTU MINIMUM
FAN SPEED WITH TERMINAL UNIT

MyD. BOXES OPEN. .
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ULL SIZED CONDENSATE DRAIN PIPE
IN WALL DOWN TO FIRST FLOOR AND
UP TO THE THIRD FLOOR.
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@SECOND FLOOR PLAN - MECHANICAL
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